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Place the profile on top of inlet Screw the profile onto inlet: 6x 
screws

Never hold of place inlets 
sideways!

NOT OK OK

Place screw in hooks 2 cm left or 
right from the middle,
fixe the wire through it

Placing of the pulley/wire clip and 
knotting of the rope

Screw inlet in upper and lower 
flange

Apply glue behind flange Place inlets in the wallFix the wire mesh on back of inlet

Important : The wall around the hole should be completely flat/even

Mounting manual 4 Seasons and Twin


